45°F)

DAMPER OPERATOR,
3—-13# SPRING RANGE.

COIL

DIRECT ACTING PROPORTIONAL
CONTROLLER, 8 FT AVERAGING ELEMENT
FOR DUCT MOUNTING. (SET POINT 50°F)

3’_0”
MIN, S
o
OUTSIDE 8 SUPPLY
AR 9 AR
o
3,_0!!
OUTSIDE AIR CONTROLLER [ MIN.
DIRECT ACTING, 2 ’ L = § Hws
POSITION, 5 FT. CAPILLARY I NC A C
FOR REMOTE BULB DUCT R
MOUNTING. (SET POINT NO
2 POSITION
CONTROL VALVE
(NORMALLY
OPEN) no.| DatE  [CLASS

PNEUMATIC CONTROL DIAGRAM

REVISIONS

APP

FACILITY ENGINEERING MANUAL

SCALE: NONE

NOTE:
SEE SHEETS 7 & 8 FOR COIL PIPING DETAIL.

1.

/-\ PNUEMATIC CONTROL DIAGRAM

COIL PIPING
HOT WATER
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